Quick Guide Intense BR 50-LED-M (Monitoring) =

®

A DANGER
DE | Anschluss ausschlief3lich durch ausgebildete Elektro-Fachkrafte.
EN | Have the connection made only by trained electrical specialists.
FR | Le branchement est strictement réservé aux électriciens diment formés.
IT | Il collegamento deve essere eseguito solo da elettricisti specializzati.
RU | MopgkntoyeHne Tonbko 00yYeHHbIMY cneumuanucTaMmm-aneKkTpukamu.
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Top - Module
1 module 2 modules 3 modules {max.)
[ant—— [am—
1 +— BR50-LED-M 2 -+ BR30-LED-M 3T BRS50-LED-M

E 5HL NC 1 2
4+/L NC
3+/L  Alarm contact 2 ]

2+l Alamm contact 1 t 5+ NC 1
1+4/L 24V DC 4+/L  Alamm contact 2
<N oV 3+/L  Alamm contact 1 )
2+/L 24V DC - 2nd stage |E 5+/L  Alarm contact 2

1+/L 24V DC - 1st stage 4+/L  Alarm contact 1

-IN oV 3+/L 24V DC - 3rd stage
2+/L 24V DC - 2nd stage
1+L 24V DC - 1st stage

-IN ov
Bottom - Module
1 module 2 modules 3 modules (max.)
BR50-LED-M
5+ Alarm contact 2 — BRSO-LED-M
4+/L  Alarm contact 1
3+4L NC
2+L NC 5+/L  Alarm contact 2 — BR50-LED-M
1+L 24VDC 4+/L  Alarm contact 1
-IN OV 3+/L NC
2+/L 24V DC - 2nd stage 5+/L  Alarm contact 2
1+/L 24V DC - 1st stage 4+/L  Alarm contact 1
AN oV 3+L 24V DC - 3rd stage
2+/L 24V DC - 2nd stage
1+/L 24V DC - 1st stage
N 0V
Variant Top-Bottom
Alarm contact
2 modules (max.) Module 2
4L\ 3+l 5+L
2 BR50-LED-M - TOP o \ T )
— 1 \ ~
1 BR50-LED-M - BOTTOM g
t 5+/L  Alarm contact 2, module 1
4+/L  Alarm contact 1 (both Alarm contact 1) -
3+/L  Alarm contact 2, module 2 -
2+/L 24V DC - 2nd stage
1+/L 24V DC - 1st stage
N oV 9 Alarm contact
Module 1
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